
Wiring Centre10 11Model: UH8

UH8 – Heatmiser 230v Thermostat Wiring

This equipment should be installed by an appropriately  
qualified/registered electrician.
Fully read the instructions for proper wiring before applying power.
The warranty does not cover damage from improper wiring  
or installation.
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