— | Programmable thermostat
Cylinder for Radiators

Thermostat

for UFH Zones
—_ —_ —_

\l: |- |- -‘ Programmable thermostats

2 Port
Zone VM

XD Fused
Spur

UFH Wiring
Centre

2 Port — M
Zone valve
2 Port

Zone valve

| M
UFH Pump
Flow >
. Boller Pump Automatic Bypass U
B O| I er Valve (required)
X D Fused
Spur UFH Mixer
Return Valve

ical Multizone Underfloor on a NDERFLOOR
P IIVISI—tPlan S;Jst:mﬂ * heating Sh0p=




